NOTES
ALL PIPING IS TO BE INSULATED

COLD SHOT CHILLERS

DRAWN  ENGINEERING
ISSUED  01/04

SIZE  25-100 TON
FSCM NO
DWG NO
REV

SCALE  1 : 16.67
SHEET  1 OF 1

CHILL WATER CIRCUIT
STANDARD FLOW 25 THRU 100 TON

CENTRIFUGAL PUMP

TEMPERATURE SENSOR

STAINLESS STEEL/ COPPER BRAZED PLATE EVAPORATOR

BRONZE "Y" STRAINER WITH 20 MESH STAINLESS STEEL SCREEN

INSULATED POLYETHYLENE TANK

PROCESS WATER IN

PROCESS WATER OUT

DRAIN

PROCESS WATER IN

TEMPERATURE SENSOR

STAINLESS STEEL/ COPPER BRAZED PLATE EVAPORATOR

BRONZE "Y" STRAINER WITH 20 MESH STAINLESS STEEL SCREEN

INSULATED POLYETHYLENE TANK

PROCESS WATER OUT